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A PROTOTYPE ANALOG REACTIVITY METER
FOR EBR-II

by

J. R. Karvinen, R. W. Hyndman,
REA - Gall and GC, Price

ABSTRACT

A prototype analog reactivity meter has been de-
veloped for EBR-II. Accepting an amplified signal that is
proportional to reactor power, the meter uses integrated cir -
cuitry to manipulate the incoming signal according to point-
kinetic reactor theory and produces a direct readout of reac-
tivity in inhours. This meter, which has beenused to monitor
all EBR-II operations since July 1969, obtains the first de-
rivative of the neutron flux using afiltered differentiator and
incorporates six delayed-neutron groups using closed-loop
dynamics. The meter has a frequency response from dc to
40 Hz and can measure reactivity changes with an accuracy
of 0.1 Ih (0.03¢).

I. INTRODUCTION

A parameter of common interest and usage in reactor operation is
"reactivity." However, although reactivity is widely used as a parameter
in control of nuclear reactors, it is almost always obtained indirectly from
dynamic reactor power. Usually, doing so involves establishing a stable
reactor period and relating reactivity to this measured period through the
inhour relationship. Although the use of period techniques to determine
reactivity are well-proven and widely accepted, direct display of reactivity
by a "reactivity meter" can greatly enhance the safety and operation of a
nuclear reactor. The advent of fast breeder power reactors with their
short neutron lifetimes and fast response times makes use of a reactivity
meter with its nearly instantaneous display of reactivity, even more
attractive.

The reactivity meter described in this report is an on-line analog
instrument that includes electronic simulations of all the terms in the
kinetics equations. It can measure small changes in reactivity at varying
power levels for long periods. Section II develops the theoretical basis for
operation for the meter by using the point-reactor kinetic equations;
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The point-reactor kinetic equations3 are
k(t 1 N
A = LB Loy 4 5 ac (1) + () (1)
4 =
and
. KB : :
Ci(t) =77 n(t) - Xici(t)» Ll SN (2)
where
n(t) = time-dependent neutron population of the reactor,
Ci(t) = effective time-dependent population of the ith type of delayed-
neutron precursor,
S(t) = effective time-dependent neutron source term,
Bj = effective fraction of delayed neutrons in the ith group,
B = effective delayed-neutron fraction,
Aj = decay constant of the ith delayed group,
k(t) = instantaneous neutron-multiplication constant,
I = prompt-neutron lifetime of the system,
and

n(t) and C(t) denote first derivatives with respect to time.

The arrangement and scaling of electronic circuitry to solve the inverse kinetics equations in analog
form.



For apower reactor, the source term S(t) can usually be neglected
with an insignificant error, and Eqs. 1 and 2 can be manipulated into the
forms

Kex(t)n(t) : N

e ; =3 EB mit)= iZ:l A;Cy(t) + %n(t) ; (3)

kex(t)n(t) N

= a4 ) ), (2

1=1

and

’ By

Cy(t) = n(t) +k (tIn(t)] - X,C;(v), (5)
where

kox(t) = k(t) - 1
and

L)y =1,

If Eq. 3 is used in the mechanization, an "error" proportional to
the reactor power is introduced into the system. The problem results be-
cause the circuitry necessary for solution af the A;C;(t) terms (i.e., the
solution of Eq. 5) contains a minor loop with a unity-ratio system. The
equation for the transfer function of these loops is

A
S+Xi'

G(s); =

Since these loops contain no integrations, a reactivity "error" proportional
to the change in n(t) occurs for changes in the steady-state reactor power
level. Using Eq. 4 in the mechanization avoids the steady-state error caused
by the unity-ratio loop by requiring C;(t) rather than C(t) as an input for
kex(t)n(t)

—[/ A

To further clarify the discussion in the previous paragraph, let us
consider the problem by using block diagrams of the two mechanization
schemes (Fig. 1). To simplify the discussion, assume only one delayed-
neutron group. Figure la shows a block diagram for mechanization of
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Eq. 3* (one delayed-neutron group). In this case, AC(t) is derived from the
unity-ratio minor loop. Figure 1b shows a block diagram for the mecha-
nization of Eq. 4. Here, C(t), rather than AC(t), is derived from the minor
loop. The characteristic of a unity-ratio system is that when it is changed,
the final result is in error by a fraction of the change.? This error is de-
pendent on the loop parameters and the method of the change (i.e., step,
ramp, etc.).

Approaching the problem by using heuristic arguments, suppose that
at a steady-state reactor power, n(t) = a constant, the meter is scaled and
adjusted to indicate C(t), with kex(t) = 0. If the reactor power is raised in
a step to ny(t), then, due to the error in the unity-ratio loop, C(t) moves to
Cy(t) - €Cy(t), where € is the system- and change-dependent error fraction.
After the step change, steady-state conditions are established and the output
of amplifier 1 (see Fig. la) is

ke (t)ny(t) _
S

For the steady-state conditions,

fy(t) - [Cl(t) - €C1(t)] + %nl(t).

m(t) = 0,
€5 (t)F =0,

and

En = ¢y,

from Eqs. 1 and 2. Therefore,

kex(t)n;(t)
)

After the computation passes through the "multiply-by- /" potenti-
ometer and "divide-by-n(t)" circuitry,

=1eCy(t).

k(1) = €Cy(t),

rather than zero as the kinetic equations require. Note that if € - 0, then

kex(t) - 0.

* The 1/(1-g) multiplier term of Eq. 3 can be neglected with less than 1% error. Errors of this magnitude
are less than component tolerances.
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kex(t)nl(t)
£

For steady-state operation,

= n,(t) + Cy(t) - EGa(1)?

and

CHE=10"

= 0 at any power level for a

Since n,(t) and / are not equal to zero, kex(t)

critical reactor.

A velocity error exists for Eq. 4, but with the nonlinear te.rm of
n(t)kex(t) introduced into the total loop, the system does not re.adlly lenfl
itself to a linear analysis. However, the problem can be examined quali-
tatively. First, €C(t), the reactivity error is proportiona.l to reacto.r power,
since C(t) is proportional to n(t). The power error then is cumulative,
whereas €C(t) is only a function of the rate of change of power and is not
cumulative. It is possible to minimize the velocity error for large reactor-
power ranges by using special design techniques. This argument may have
to be modified for the use of the range-switched preamplifier, but the
presence of a steady-state reactivity error in the mechanization of Eq. 3
still makes this mechanization an unacceptable solution.

III. MECHANIZATION OF THE KINETIC EQUATIONS

The reactivity meter was first set up on a Beckman Analog computer
to test theory and performance. Results of this experiment provided the
impetus to build a prototype instrument. Reactor operating conditions re-
quired that the reactivity meter be capable of a reactivity resolution of
0.1 Th over a reactor power range of four decades with +5% accuracy. To
meet these requirements, the delayed-neutron terms are mechanized by
using dynamic circuitry, and an automatic ranging preamplifier (described
in Section IV) is used to cover the power range.

A. Delayed-neutron-precursor Circuitry

The reactivity meter provides for six delayed-neutron groups. All
loops use high-quality, high-gain solid=state amplifiers with low voltage -
drift characteristics. These features allow for essentially a one-time
calibration for each precursor channel.



11

Figure 2 shows a diagram of the complete meter system, from ion-
chamber input to reactivity output. To facilitate discussion, sections of the
diagram appear later in this report as detailed figures.

The following equations determine the necessary values for scaling
the precursor equation (Eq. 5) to the electronic circuitry:

R¢
.%n(t) = z.n(0), (6)
R
los—f'kex(t)n(t) = ?Zkex(t)n(t), (7)
and
NG (1) = -<%:>.Ci(t). (8)

The resistances in the above equations refer to Fig. 3, in which the pre-
cursor mechanization is detailed for one precursor. Boxes in Fig. 2 contain
the calculated resistance values used to scale the six precursor loops.
During calibration of the meter, some adjustment in the calculated values is
required to compensate for tolerance variations in the feedback capacitors
used in the integrators. To aid in a rapid reset to operational conditions
after range switching by the preamplifier, the integration in each precursor
loop is equipped with a relay-closed bypass resistor (see Fig. 3).

The data for delayed-neutron precursors used in scaling the re-

activity meter are: 5

Precursor s nBee B
1 00027 2.584 x 1074
7 0.0317 i S e
3 0.115 1375 20 105>
4 0.311 3.008 x 1073
5 1.40 1.047°% 1072
6 3.87 2418 % 1072

The value of the prompt-neutron lifetime used in the mechanization is
1.556 x 1077 sec.

B. Differentiator Development

It is necessary to differentiate the neutron population signal, n(t), to
obtain n(t) for use in the mechanization of Eq. 4. Since differentiators
without a limited bandwidth are inherently unstable, the n(t) differentiator is
designed with a pass band that has less than 5% deviation from a flat re-
sponse from 0 to 40 Hz and then begins to discriminate athigher frequencies.



r_———

PREAMPLIFIER AND RANGE CONTROL
SEE FIG. 5

ISOLATION AMP.

CONTROL

—_——————

n(t)

LoGIC

+600V
-300V

AUTO-RANGE
FEEDBACK

ION CHAMBER
GE TYPE NAO9

CHAMBER LOCATED IN EBR-I1
INSTRUMENT THIMBLE J4

PRECURSOR NO
SEE FIG. 3

n(t)

R 16.6K Ry 16.6K
Ry 10meg R 5K

R31.27K  C 2uf

DIVIDER

kg

DIFFERENTIATOR
SEE FIG. 4

PRECURSOR NO. 2

R) 97.3K Ry 97.3K

R, 25meg  Rg5K

R33.17K C 2uf

PRECURSOR NO. 3

R, 88.3K Ry 88.3K

Ry 10meq  Rg 10K

Ry 11.5K C Iuf

Kex(t)n(t)

PRECURSOR NO. 4

R) 19.3K Ry 19.3K

Imeg  Rg 100K

R362.5K C luf

PRECURSOR NO. 5

| 67. 1K Ry 67.1K

R Imeg  Rg 10K

3 1K C lpf

103 kex(t)n(t)

PRECURSOR NO. 6

R (5.5K Ry 15.5K

R2 Imeg  Rg 10K

330.8K C luf

Fig. 2. Reactivity-meter Diagram

|14z
NOTCH
FILTER

O
REACTIVI TY-METER
ouTPUT

1

21



Ry

*Same resistance values for all precursor loops
Rg--1K @
R7—-1 meg Q
Rg--10K Q reset resistor
K is relay contact to aid resetting of precursors during range
switching

S switch provides a means of dropping an individual
precursor group out during calibration and testing

Fig. 3. Detailed Precursor-loop Circuity

The 40-Hz value was selected on the basis of its 25-msec period, which
provides a response approximately 10 times faster than any purposeful
movement of rods in the reactor or any credible accident.

6 corresponding

Figure 4a shows the differentiator circuit diagram
to the differentiator block in Fig. 2. From Fig. 4a, the transfer function,

Ggy(s), of the differentiator is

R;C s
T R Ry (9)
(1+R4Cys)

Figure 4b shows the Bode plot for Eq. 9.

R4 and Cy4 are the differentiator resistor and capacitor for the
ideal differentiator. Ry is a damping resistor used to prevent oscillations;
C¢ limits the high-frequency gain.

If the "critical" frequency for the differentiator w, is chosen to be
100 Hz, the radian frequency becomes w_ = 100 x 27, where s = jw.

13
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aich RgCqn(t)
el
Cq Re
a. n(t) Differentiator

Sle 10
°
£
=
w
s
=
E
B

I 10 40 100
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b. Bode Plot for n(t) Differentiator

Fig. 4. Neutron-signal Differentiator

For a maximum rate of power increase of lO%/sec, the differen-

tiator component values are

n(t) max = R Cq = 10 see = M6LE = 107 17,
n(t) max

Now,

1 1
D = = —, ’ 1
e T {1

The values for Rf and Cf are then

R¢ = = 1609
. wccd
and
C : 1600 pF
£ 5 = pL.
chd
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C. Mechanization of the Neutron-population Equation

Having solved the neutron-population equation in the form

Koy (t)n(t) o
exT = a(t) + izl C;(t),

consider the circuitry in Figs. 1b and 2 again. The time derivatives of the
precursor loops are summed with the neutron time derivative, n(t), to
provide

[
Z (1) +n(t)

or its equivalent,

kex(t)n(t)
7 :

at the output of the summer amplifier. This signal is fed into a potenti-
ometer, which multiplies the signal by £ x 10°. This scaled output,
kex(t)n(t) x 103, is then used as an input to the precursor modules. The
output of this amplifier is also taken through another set of scaling resistors
to a divider, where it is divided by n(t). Potentiometer P; is used to scale
the reactivity output of the divider, kex(t), t? read directly in inhours.

EBR-II has a periodic oscillation in the neutron flux of about 11 Hz.’
To remove this frequency component from the reactivity output during
steady-state operation when reactivity perturbations have a relatively long
time constant, an 11-Hz switchable notch filter is designed into the meter.

IV. AUTO-RANGING PREAMPLIFIER

To cover a reactor operating range of four decades in reactor power,
an auto-ranging preamplifier is built into the reactivity meter. This ampli -
fier ranges automatically from 1077 to 10™® A, provides initial conditions for
the precursors during each change in range, and has the necessary feedback
mechanisms to maintain itself in the proper range.

In the standard preamplifier for ion chambers, large-value resistors
are commonly used for feedback. Accuracy of the high resistances is
difficult to obtain and even harder to maintain. In this case, a different ap-
proachis used toachieve the same results. Figure 5 shows details of the
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as made constant, with

The amplifier load W
Then, successively smaller .
back to allow much finer cali-

r was placed in parallel with

preamplifier and logic control.
the input tied directly to the ion chamber.
portions of the output were selected for feed
bration of each range. A large-value resisto il
a 10-kQ fixed-feedback resistor to fine-tune each range. The range in k
cator operates on a separate segment of the switch that selects the f}eledbac
resistor. This switch is operated automatically at 1 a.m‘d _9 V to set the
preamplifier to the respective greater or lesser sensitivity ranges as re-
quired by reactor power levels.

To rapidly reestablish the precursor conditions during rang‘e
switching, the K reset relay in all precursor circuits (see Fig. 3) is
energized by ranging either up or down. Closure of the K relay contacts
eliminates the long time constants of the precursors and allows the meter

to reestablish operating conditions in a few seconds.

V. CALIBRATION AND EVALUATION OF METER

A. Calibration

In addition to scaling the kinetic equations for mechanization, it is
necessary to calibrate the individual precursor modules. Hand selection of
the resistors used (1% tolerance) resulted in essentially no calibration
problem, except for those circuits that contained capacitors (10% tolerance).
The differentiator circuit is relatively insensitive to small variations in
capacitor value, but the precursor loops require calibration to meet per-
formance requirements.

The delayed-neutron precursor loops were calibrated in the following
manner:

. 1. Each precursor loop was energized by a square-wave input
equivalent to that expected for a 10% change in reactor power.

2. The response of loop was recorded on a strip chart, and a time
constant was extracted from the plot.

S resvist.ance R, (see Fig. 3) of the loop was then adjusted to
compensate for variations in the feedback capacitor of the integrator.

Y Wa4. ‘titlep;yléi were repeated until the time constant of the precursor
S within 3% of that required b = :
e bl quire y.the delayed-neutron group it was

= Figure 6 shows the strip-chart plot of the response for the six
ayed-neutron precursor loops after calibration.
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Fig. 6. Response of the Precursor Modules to a Square-wave Input

To calibrate the meter as a unit, a 10% step change in power was
simulated as an input for n(t). The meter was then calibrated to 30.3 Ih
for a 10% step change in reactor power using the prompt-jump kinetics
approximation.

B. Evaluation

The preamplifier response of the reactivity meter was reduced to
500 Hz (-3 dB) to eliminate high-frequency spikes that might be caused in
the signal by the automatic-ranging mechanism.

The meter, shown in Fig. 7, has been used to monitor all EBR-II
reactor operations since July 1969. In this period, the meter has been
especially useful in monitoring reactivity during experiments. It is used
to assure critical condition before rod-drop experiments and to verify that
negative reactivity feedback exists at power. Figure 8 shows the reactivity-
meter plots for 50- and 500-kW (zero-power) rod drops in EBR-II for
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reactor run 41A. Figure 9 shows the neutron signal and the reactivity for
EBR-II rod-drop experiments at power (50 MWt). Clearly evident in this
figure is the negative reactivity feedback. Figure 10 shows recent results
of "rod-bump" experiments monitored by the meter. The noise in the data
is due, in large part, to the low efficiency of the ion chamber, which is a
considerable distance from the reactor core, and to a lesser extent on ex-
traneous noise, such as 60 Hz.
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Fig. 9. Reactivity-meter Plot for 50-MW Rod-drop Experiment
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Fig. 10. Response of Reactivity Meter to Rod-bump Experiments

At zero power, the reactivity meter shows agreement within 4% for
control-rod worths when compared with values obtained by control-rod
calibrations in which period measurements were used. Additional testing
has shown the meter to be readily capable of measuring reactivity changes
on 0.1 Ih (=0.03¢); the main limitation on this accuracy is the noise on the
input neutron -population signal.

The meter has been instrumental in explaining the cause of un-
scheduled reactor scrams and the reactivity during such scrams.
Figure 11 shows the response of the meter to an inadvertent overpower
scram. The figure shows the total effect on reactor power, including the
effect of the auto-ranging of the Preamplifier, and the total reactivity
inserted. Also included in this plot is the response of a fuel-center
thermocouple, from the instrumented subassembly, that was recorded
during the event.
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